
Noise Survey 2015 Results and Recommendations 

 

Noise Survey Method: 

For 2015, the EHSRM department used an Extech sound level meter model number 407730. The 

meter does not need external calibration because it is calibrated at the factory. Prior to 

performing the inspections, each location from the Master List designated as needing a “Hearing 

Protection Required” sign was inspected to ensure that the posted signs were still in working 

condition. Typically, the EHSRM department selects 30% of the least recently inspected 

locations from the Master List to inspect and this procedure was followed for 2015.  Two new 

locations were also identified: Strahan Coliseum mechanical rooms located on the catwalk and 

the mechanical rooms in Derrick Hall. Although these were not new mechanical rooms, there 

had been adjustments to the noise levels in these rooms over the past year.  For this reason they 

were inspected and added to the Master List for future inspection. 

 

Noise Survey Results: 

The Master List attached shows the locations inspected in red. Neither of the two new locations, 

Derrick Hall and Strahan Coliseum, exceeded the 85 decibel level so hearing protection signs 

were not posted. For RFMitte two rooms were listed as needing hearing protection if Equipment 

Was Operating (1210 and 1225).   The safety coordinator reported that there had been no change 

to the equipment within those spaces so these areas were not measured in 2015. Likewise for for 

the Aqua Sports Center, there have been no changes to the complressor in the space so 

measurements were not made.  All of the other locations identified for 2015 on the Master List 

showed no changes in decibel level, therefore the existing signage was left in place. A sign was 

replaced at FCS mechanical room 160.  

Overall, there are 74 locations on the Master List and 21 noise surveys were performed in 2015; 

18 old locations and 3 new locations. JCK 2nd floor mechanical room was number 206, but is 

now 265A.  Please refer to the following pages to see the maps of each location that was 

surveyed, along with the dB readings.  An updated Master List of the rooms is also attached 

 

Noise Survey Recommendations: 

The EHSRM Office recommends continuing with the method of selecting 30% of the Master 

List each year to measure noise as there is little change in the meter readings from year to year. 

The entire list of rooms should be checked each year for proper signage, making sure that all 

signs are intact and in a proper location.  
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